DUPAGE WATER COMMISSION
PWS FACILITY ID# - 1L435400

MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS
JANUARY 2024

LEXINGTON P.S. SUPPLY

DUPAGE P.S. DISCHARGE

DATE : ANALYST
FREE CI2| TURBIDITY | O-PO4 | FREE CI2 | TURBIDITY | TEMP || Fluoride | 6.pog | PAC. INT.
(mg/L) (ntu) (ma/L) | (mg/L) (ntu) (°F) (mg/L) | (mg/L) |(LBS/MG)
1 1.41 010 061 1.47 0.09 50 7.3 08] 058 o[ JS
2 1.33 009 | 060 1.39 0.09 49 73 0.8 0.60 o __Js
3 1.40 010 062 1.42 0.10 50 7.3 08| 061 o _Am
4 1.39 0.09| 060 1.38 0.09 49 7.4 08| 059 o AM
5 1.40 0.09| 058 1.42 0.10 50 73 09 061 o _Am
6 1.38 0.09 | 059 141 0.09 49 7.4 0.9 061 ol _Js
7 1.41 0.09| 060 1.44 0.09 49 7.3 09| 059 o _Js
8 1.46 009 059 1.46 0.10 49 7.4 08| 061 of AM
9 1.52 010 061 1.49 0.09 49 74 0.8 060 o _AM
10 1.48 009 | 060 1.50 0.09 49 7.4 09| 061 of _Js
11 1.32 010 059 1.29 0.10 48 7.4 08| 060 o _Js
12 1.33 010 061 1.35 0.09 49 73 0.7] 061 o s
13 1.35 009 | 061 1.31 0.09 51 7.4 0.7 062 o] KD
14 1.38 009] 058 1.31 0.08 51 75 09| 063 o] KD
15 1.36 010 ] 056 1.30 0.09 50 7.4 08| 061 o _Js
16 1.38 0.10| 058 1.34 0.09 49 7.4 0.8 060 o __Js
17 1.35 009 | 058 1.43 0.08 48 75 08| _0.54 o KD
18 1.48 0.09] 063 1.43 0.07 48 7.4 08| 062 0| KD
19 1.37 009 | 061 1.39 0.10 46 7.4 08| 059 o] KD
20 1.41 0.09] 059 141 0.09 46 75 0.8 056 0| _RC
21 1.34 009 061 1.8 0.10 48 7.5 08| 052 o _RC
22 1.37 010 062 1.34 0.10 46 75 08] 056 o| KD
23 1.31 0.09| 059 1.31 0.20 45 75 08| 060 o KD
24 1.42 009 067 1.35 0.08 47 7.6 08| 053 o _RC
25 1.46 0.09 [ 060 1.36 0.10 44 76 09| 054 0| _RC
26 1.42 0.08] 051 1.31 0.08 46 76 0.8 051 0| _RC
27 1.43 008 | 054 141 0.08 46 7.6 08| 058 o] KD
28 1.32 0.08 | 064 1.33 0.08 46 7.6 07061 o KD
29 1.32 0.07| 058 1.34 0.08 46 7.7 09 051 of RC
30 1.35 007 | 061 1.31 0.07 47 7.7 0.8 057 o RC
31 1.36 008 059 1.39 0.08 46 76 09] 058 o] KD
AVG. 1.39 009 060 138 0.09 48 75 08 058 0
MAX. 1.52 010 067 1.50 0.20 51 7.7 09 063 0
MIN. 1.31 0.07  0.51 1.28 0.07 44 7.3 07 051 0
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Mtke Weed, Operations Supervisor
Illinois ROINC # 186860234
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DUPAGE WATER COMMISSION
PWS FACILITY ID# - 1L435400
MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS

FEBRUARY 2024
LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE
DATE _ ANALYST
FREE Ci2| TURBIDITY| O-PO4 | FREE CI2 | TURBIDITY | TEMP |, | Fluoride | .pog | pAC. INT.
(mg/L) (nty) | (mg/) | (mgi) (ntu) CF) (mg/L) | (mg/) | LBSMG)
1 1.33 008] 059 1.37 0.09 46 7.6 08] 059 o] KD
2 1.31 009 | 057 1.33 0.08 46 75 08| 054 o kD
3 1.37 006 057 1.41 0.08 46 76 08| 060 0] _RC
4 1.48 007 | 061 132 0.07 49 77 10[ 057 o] _RC
5 147 007 ] 058 1.37 0.08 48 75 0.9] 060 o] KD
6 1.41 007|056 137 0.09 46 75 0.9 060 o] Kb
7 1.41 006 063 1.35 0.07 48 7.6 09| 053 o _RC
8 1.45 007 | 055 1.35 0.07 49 7.7 09| 051 0| _RC
9 1.48 006 | 060 1.33 0.07 50 76 09 059 0| _RC
10 1.46 008] 063 135 0.07 50 75 09| 056 of _AM
11 1.43 0.09 | 062 1.37 0.09 49 75 09| 057 o] AM
12 1.39 007 | _0.60 1.36 0.07 50 75 10] 052 0] _RC
13 1.41 008| 063 1.36 0.08 51 76 09| 057 0| _RC
14 1.43 008] 063 1.38 0.10 50 75 09| 058 o _AM
15 1.40 009]| 058 1.35 0.10 50 75 09] 056 o _Am
16 1.39 010|059 1.32 010| 49 76 10[ 056 o _Am
17 1.42 009 | 060 1.37 0.10 49 75 1.0 058 ol _Js
18 1.38 010 061 1.39 0.10 49 76 09| 060 o _Js
19 1.36 010 | 0.60 1.37 0.11 48 75 09| 061 o _AM
20 1.35 010|059 1.41 011 48 75 09| 058 o _AM
21 1.39 010 | __ 061 1.40 010 49| 75 09| 060 o _Js
22 1.44 0.09 | 060 1.46 0.09 51 7.6 09| 060 o _Js
23 1.40 010|  0.60 1.40 0.10 51 75 09| 061 ol __Js
24 1.42 010|062 1.37 0.1 50 76 09| 062 o] _AM
25 141 010|059 1.38 0.10 49 75 09| 061 o _Am
26 1.35 010|060 1.39 0.09 50 76 09] 060 o __Js
27 1.37 0.10 | 0.61 1.39 0.09 51 76 0.9] 060 o IS
28 1.39 011|059 1.38 0.10 50 75 1.0[_061 o _AM
29 1.43 010 | 063 1.36 0.10 49 75 10058 o _AM
30
31
AVG. 1.40 009 060 1.37 0.09 49 76 09 058 0
MAX. 1.48 011 063 1.46 0.11 51 7.7 10 062 0
MIN. 1.31 006 055 1.32 0.07 46 75 08 051 0
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Mi eed, Operations Supervisor
Illinois ROINC # 186860234




DUPAGE WATER COMMISSION
PWS FACILITY ID# - 1L435400

MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS
MARCH 2024

LEXINGTON P.S. SUPPLY

DUPAGE P.S. DISCHARGE

DATE : ANALYST
FREE CI2| TURBIDITY | O-PO4 | FREE CI2 | TURBIDITY | TEMP |\ Fluoride | 9.pog | pAC. INT.
(mg/L) (ntu) (mg/L) | (mg/L) (ntu) CF) (mg/L) | (mg/L) |(LBSIMG)
1 1.48 011 061 1.41 0.10 48 75 09] 057 o] AM
2 1.39 0.11] 059 1.38 0.10 48 76 09| 059 of _Js
3 1.36 010 | 061 1.33 0.10 48 75 08| 057 o  Am
4 1.40 010 059 1.41 0.11 48 7.6 08| 059 o Awm
5 1.45 0.09| 060 1.43 0.10 48 76 08| 058 o Am
6 1.39 0.10| 061 1.42 0.10 48 76 08| 059 o _Js
7 1.36 009 060 1.36 0.10 48 75 0.9 060 o _Js
8 1.32 010 059 1.34 0.10 49 7.6 0.9 059 of _Js
9 1.40 010 060 1.40 0.10 49 7.5 08| 057 o _Js
10 1.42 009 060 1.29 0.09 50 7.4 08| 058 o _RC
11 1.38 010| 061 1.31 0.09 50 7.5 09] 060 o _Js
12 1.34 010 | 059 1.33 0.09 51 76 0.8 059 o _Js
13 1.36 0.09| 060 1.32 0.09 51 76 08| 061 0| KD
14 1.46 008 061 1.35 0.15 49 75 0.7] 060 o| KD
15 1.38 012 o054 1.47 0.18 50 75 08| 059 o] KD
16 1.36 007] 058 1.29 0.08 52 75 08| 063 o] RC
17 1.39 006 063 1.31 0.09 51 76 08| 058 o] KD
18 1.37 006 063 1.27 0.07 52 75 0.7 060 o KD
19 1.33 006 060 1.27 0.07 51 76 08| 064 o| KD
20 1.37 007] 057 1.34 0.07 51 76 0.7 065 o _RC
21 1.41 006] 062 1.26 0.07 52 76 08| 061 o _RC
22 1.46 007 061 1.32 0.08 55 7.7 09 059 o _RC
23 1.46 007 058 1.34 0.08 54 75 0.7 060 o| KD
24 142 007 059 1.33 0.09 55 75 08| 061 o| KD
25 1.16 007 | 059 1.24 0.08 55 75 0.7| 059 o RC
26 1.22 007 | 061 1.37 0.07 54 75 0.8 052 o] RC
27 1.32 007 | 061 1.30 0.08 53 76 08| 062 o] KD
28 1.36 007 | 058 1.27 0.07 54 76 0.7 061 o KD
29 1.31 008 | 061 1.27 0.09 55 75 0.8 062 o KD
30 1.32 006 | 055 1.25 0.07 56 76 08| 057 o _RC
31 1.42 006 048 1.29 0.08 54 76 0.7 062 o] RC
AVG. 1.37 0.08 059 133 0.09 51 76 08 060 0
MAX. 1.48 012 063 1.47 0.18 56 7.7 09 065 0
MIN. 1.16 006 048 1.24 0.07 48 7.4 07 052 0

ﬁlie W%ed, Operations Supervisor ; DZe

Illinois ROINC # 186860234




DUPAGE WATER COMMISSION
PWS FACILITY ID# - 1L435400

MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS
APRIL 2024

LEXINGTON P.S. SUPPLY

DUPAGE P.S. DISCHARGE

DATE : ANALYST
FREE CI2 | TURBIDITY| 0-PO4 | FREE CI2 | TURBIDITY | TEMP /| Fluoride | 5.pog | pAcC. INT.
(mg/L) (ntu) (ma/L) | (mg/L) (ntu) (°F) (Mg/L) | (mg/L) | (LBS/MG)

1 1.37 006 057 1.28 0.08 53 76 0.7] __0.60 o] _RC
2 1.45 0.06 | 061 1.35 0.06 53 75 08| 054 o _RC
3 151 006 055 1.31 0.07 54 75 07] 057 of _RC
4 1.47 ~0.06| 061 1.28 0.07 53 76 0.8 __0.59 o _RC
5 1.42 0.06 | 0.55 1.32 0.07 54 76 08| 058 o _RC
6 1.40 0.06| 058 1.34 0.09 54 76 0.9] 060 o _AM
7 1.43 007 057 1.36 0.09 53 75 08| _0.59 o _AM
8 1.22 0.07 | 058 1.26 0.09 54 76 08| 057 of _RC
9 1.36 007 060 1.33 0.08 53 76 0.7] 061 o] _RC
10 1.44 0.09| 059 1.36 0.09 52 75 0.7] 056 o _AM
11 1.43 009 | 061 1.39 0.08 53 76 0.7] 059 o _AM
12 1.44 0.08 | 060 1.42 0.10 53 75 06| 059 o _AM
13 1.40 008 058 1.43 0.09 53 76 0.7] 060 o _Js
14 1.46 0.07 | 0.60 1.41 0.09 54 75 0.7] 058 o _AM
15 1.45 008 | 058 1.38 0.09 53 76 08| 055 o _Am
16 1.40 0.09 | 0.60 1.36 0.10 54 75 08| 058 o _AM
17 1.39 0.08 | 0.59 1.38 0.09 54 76 08 0.59 o _Js
18 1.41 008 059 1.41 0.09 53 76 0.7]__0.60 o _Js
19 1.45 0.08| 060 1.44 0.08 54 75 0.7] 058 o _Js
20 1.39 006 059 1.37 0.09 55 75 08| 057 0| _AM
21 1.36 0.06 | 057 1.33 0.09 55 74 09| 055 o _AM
22 1.34 0.06| 059 1.31 0.08 55 74 08| 058 o _Js
23 1.46 0.06 | _0.60 1.45 0.09 55 75 0.9 061 o _Js
24 1.40 007] 058 1.37_ 0.08 55 74 0.8] 059 of _AM
25 1.38 008 056 1.35 0.09 55 75 09| 057 o _AM
26 141 0.08| 059 1.34 0.08 56 76 09| 058 o __AM
27 1.37 007 061 1.30 0.08 56 75 09| 059 o _Am
28 1.25 007 062 1.29 0.08 57 7.6 07] 060 o] KD
29 1.40 007 061 1.31 0.08 57 75 09| 057 o _AM
30 1.39 008 061 1.29 0.10 57 75 09| 059 of AM
31

AVG. 1.40 007 059 1.35 0.08 54 75 08 058 0

MAX. 1.51 009 062 1.45 0.10 57 7.6 09 061 0

MIN. 122 006 055 1.26 0.06 52 7.4 06 054 0

////%/ % (A )//4/6/

Mike Weed, Operations Supervisor
lllinois ROINC # 186860234
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DUPAGE WATER COMMISSION
PWS FACILITY ID# - 1L435400

MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS

MAY 2024

LEXINGTON P.S. SUPPLY

DUPAGE P.S. DISCHARGE

DATE : ANALYST

FREE CI2 | TURBIDITY| 0-PO4 | FREE CI2 | TURBIDITY | TEMP |\, Fluoride | 5.pos | p.AC. INT.
(mg/L) (ntu) (mg/L) | (mg/L) (ntu) (°F) (Mg/L) | (mg/L) | (LBS/MG)

1 1.34 0.08| 0.60 1.36 0.09 57 75 0.8] 059 o Js

2 1.39 009 | 061 1.40 0.09 57 76 09| 060 o _Js

3 1.31 0.08| 058 1.31 0.09 58 76 09| 060 o_Js

4 1.30 0.08 | 058 1.28 0.09 58 7.6 09| 061 o| KD

5 1.36 005| 063 1.28 0.08 60 75 08| 063 o| KD

6 1.34 008 061 1.34 0.08 59 76 08| 060 o _Js

7 1.34 0.09| 060 1.30 0.09 59 7.7 09| 061 o _Js

8 1.37 007 | 054 1.29 0.12 60 75 08| 062 o] _KD

9 1.36 007 | 054 119 0.11 59 75 08| 060 o] _KD

10 1.28 008 059 1.19 0.10 59 75 09 059 o KD

11 1.40 006 | 055 1.25 0.07 59 75 09| 060 0] _RC

12 1.31 006 063 1.28 0.07 59 75 09| 061 o KD

13 1.32 007 | 063 1.29 0.09 60 75 08] 062 o KD

14 1.25 007 060 1.30 0.06 60 75 08| 061 o] KD

15 1.35 007 | 058 1.27 0.08 59 75 07] 062 o _RC

16 1.31 006 068 1.28 0.07 59 75 08| 060 o| _RC

17 1.31 0.05| 064 1.24 0.09 60 75 08| 059 0| _RC

18 1.38 005 057 1.34 0.07 60 76 0.7] 060 o| KD

19 1.42 016 | 063 1.38 0.05 60 75 07| 064 o| KD

20 1.32 0.06 | 060 1.38 0.08 60 75 08| 059 0| _RC

21 1.42 006 058 1.25 0.07 61 75 07057 o] _RC

22 1.45 0.05| 0.56 1.33 0.06 61 75 08| 059 o| _RC

23 1.37 0.07| 058 1.36 0.06 61 75 09| 061 o _Js

24 1.34 0.05| 055] 1.20 0.09 62 75 07060 0| _RC

25 1.37 0.05| 058 1.30 0.08 62 75 07061 0| _RC

26 1.30 007 | 065 1.25 0.08 62 75 0.7]_056 0| _RC

27 1.36 007 | 061 1.30 0.07 62 75 07| 061 o| KD

28 1.31 0.07 | 059 1.28 0.07 62 7.5 0.7|__ 060 0| KD

29 1.43 0.07| 061 1.37 0.06 62 75 07061 o] _RC

30 1.35 0.12| 063 1.34 0.07 62 75 08| 059 o] RC

31 1.27 0.07 | 060 1.24 0.08 62 7.5 08| 060 o] RC
AVG. 135 007 060 7.30 0.08 60 75 08 060 0
MAX. 1.45 016  0.68 1.40 0.12 62 7.7 09 064 0
MIN. 1.25 005 054 1.19 0.05 57 75 07 056 0

me Weed, Operations Supervisor

llinois ROINC # 186860234
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DUPAGE WATER COMMISSION
PWS FACILITY ID# - [L435400

MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS

JUNE 2024
LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE
DATE : ANALYST
FREE CI2 [TURBIDITY | O-PO4 | FREE CI2 | TURBIDITY | TEMP |\ | Fluoride | 0.pog | P AC. INT.
(mg/L) (ty) | (mg) | (mgn) (ntu) CF) (mglL) | (mg/l) |(LBSIMG)
1 1.27 007] 061 1.33 0.09 62 73 08] 059 o AM
2 1.29 007 063 1.31 0.08 61 7.4 0.7] 060 o _AM
3 1.21 009 059 127 0.09 62 75 07| 064 o RC
4 1.10 012|064 117 0.10 63 76 08| 064 of _RC
5 1.37 007 063 1.19 0.10 63 76 08| 063 o] _RC
6 1.28 009| 062 1.21 0.10 63 76 08| 063 o| _Js
7 1.27 008| 063 1.20 0.08 63 75 08| 061 o _AM
8 1.31 008 | 061 122 0.07 63 76 07] 061 o _JsS
9 1.36 008| 062 1.30 0.08 62 76 08| 060 o _Js
10 1.34 007] 060 1.29 0.08 63 75 09] 060 o Am
11 1.32 0.08| 064 127 0.09 63 75 09] 063 of AM
12 1.29 008]| 062 1.29 0.08 63 76 08| 062 o IS
13 1.30 008 | 060 1.29 0.08 64 75 09| 060 o IS
14 1.34 0.07 | 060 1.27 0.07 64 76 0.8] 060 o _JsS
15 1.37 007 | 059 1.29 0.08 64 75 08| 058 o _AM
16 1.34 006 | 063 1.28 0.08 64 75 09| 061 o _AM
17 1.32 007 062 1.32 0.07 65 76 08| 061 of _Js
18 1.29 008 061 1.32 0.07 65 75 0.9] 060 ol _Js
19 1.35 007 062 1.33 0.08 65 74 09 061 o _Am
20 1.35 0.06 | _ 0.60 1.24 0.07 65 75 10| 064 0| _RC
21 1.39 008 061 1.27 0.09 64 74 09| 060 o _AM
22 1.38 007|062 1.33 0.08 64 74 09| 061 o _Js
23 1.41 0.07 | 0.60 1.38 0.07 65 75 08| 061 o _Js
24 1.37 007 | 063 1.34 0.09 65 75 09| 062 o _Am
25 1.32 007] 059 1.30 0.09 65 74 09| 058 o _Am
26 1.30 008 061 1.29 0.08 65 75 09| 060 o _Js
27 1.33 008| 062 1.31 0.07 65 75 09| 061 o _Js
28 1.40 008 059 1.38 0.07 65 74 08| 061 o _Js
29 1.30 008 | 064 1.25 013 66 75 08| 055 o] kD
30 1.29 007 | 064 1.19 0.09 67 75 09| 064 o] KD
31
AVG. 132 008 062 1.28 0.08 64 75 08 061 0
MAX. 1.41 012  0.64 1.38 0.13 67 76 10 064 0
MIN. 1.10 006 059 117 0.07 61 7.3 07 055 0
A 7/3/2y

Mike Weed, Operations Supervisor
lllinois ROINC # 186860234
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DUPAGE WATER COMMISSION
PWS FACILITY ID# - 1L435400

MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS

JULY 2024

LEXINGTON P.S. SUPPLY

DUPAGE P.S. DISCHARGE

DATE : ANALYST
FREE CI2 | TURBIDITY | O-PO4 | FREE CI2 | TURBIDITY | TEMP || Fluoride | 5.po4 | p.AC. INT.
(mg/L) (ntu) (mg/L) | (mg/L) (ntu) CF) (mg/L) | (mg/L) | (LBS/MG)
1 1.31 008 062 1.22 0.08 66 75 0.9] 061 o] Js
2 1.34 0.08 | 060 1.28 0.08 66 7.4 08| 060 of Js
3 1.32 007 | 063 1.18 0.08 67 7.4 08| 062 o KD
4 1.24 0.08| 061 1.11 0.09 67 76 0.8] 061 o _KD
5 1.24 011| 065 115 0.09 67 76 08| 063 o] KD
6 1.37 007 | 057 1.14 0.09 66 7.6 09| 067 o _RC
7 1.31 0.08 | 059 1.24 0.09 66 7.6 09| 061 o _AM
8 1.31 009 063 112 0.08 66 7.6 09| 065 o| KD
9 1.49 0.08 | 064 1.08 0.09 66 7.6 10] 062 o KD
10 1.45 006 | 062 1.18 0.08 65 7.6 1.0] 061 of RC
1 1.42 0.09 064 1.20 0.13 65 7.7 09| o062 o RC
12 1.32 0.09| 063 1.26 0.08 65 7.7 09| 058 o] RC
13 1.09 0.14| 068 1.13 0.12 67 7.7 09] 065 o] KD
14 1.26 012 063 114 0.11 68 7.7 0.9 061 0| KD
15 1.21 011 061 1.08 0.12 68 76 0.9 061 of _RC
16 1.25 009 o062 112 0.11 68 7.7 0.9] 061 o] _RC
17 1.41 008 063 112 0.09 67 7.7 0.9] 060 o KD
18 1.37 010 063 1.29 0.09 65 7.7 0.8] 059 of KD
19 1.29 0.08| 068 1.13 0.10 66 7.7 09] 067 o] KD
20 1.31 012 | 066 1.12 0.12 69 7.6 10 066 ol RC
21 1.25 0.09 | 064 1.10 0.11 69 76 10[ 062 ol RC
22 1.21 015| 063 1.05 0.10 70 75 09] 059 o KD
23 1.14 018 064 1.20 0.12 71 7.6 0.8] 061 o] KD
24 1.23 0.08] 061 1.14 0.1 70 7.7 09] 062 ol _RC
25 116 011]| 057 119 0.13 71 7.7 1.0 061 o _RC
26 1.31 013 061 1.24 0.13 71 7.7 09| 064 ol RC
27 1.27 012 060 1.23 0.12 72 7.6 10| 064 o AM
28 1.26 013 062 1.29 0.13 73 75 09| o062 o _Am
29 1.24 013| 063 1.20 0.13 72 75 10065 ol __AM
30 1.26 0.10| 065 1.19 0.13 73 75 09| 062 o _AM
31 1.27 0.11| 064 1.15 0.10 73 7.5 09] 062 o AM
AVG. 1.28 010 063 117 0.10 68 7.6 09 062 0
MAX. 1.45 018 068 1.29 0.13 73 7.7 10 067 0
MIN. 1.09 0.06 057 1.05 0.08 65 7.4 08 058 0
2l () cecl 7/e /z¥
MiKe Weed, Operations Supervisor Date

Hlinois ROINC # 186860234




DUPAGE WATER COMMISSION
PWS FACILITY ID# - 1L435400
MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS

AUGUST 2024
LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE
DATE : ANALYST
FREE CI2 | TURBIDITY| O-PO4 | FREE Ci2 | TURBIDITY | TEMP | Fluoride | 5.pos4 | p.AC. INT.
(mga/L) (ntu) (ma/) | (ma/L) (ntu) CF) (mglL) | (mg/L) |(LBS/MG)
1 1.25 0.11] 060 1.26 0.09 72 7.4 0.9] 058 o _AM
2 1.23 0.11] 058 1.18 0.12 72 7.5 09| 059 o  AM
3 1.27 012] 062 1.30 0.11 73 7.6 0.8 064 of _Js
4 1.25 011 066 1.33 0.10 73 7.6 09] 060 o _Js
5 1.30 012 065 1.09 0.11 72 7.5 09| 064 o  AM
6 1.28 013| o062 119 0.13 73 75 09| 064 o AM
7 1.36 011| 066 111 0.14 72 75 08| 065 of _Js
8 1.35 014 | 064 1.09 0.12 72 7.6 09| 057 o _Js
9 1.28 012| 062 1.27 0.13 72 7.6 09] 059 o __Js
10 1.31 012 063 1.29 0.13 72 76 09 060 o AM
11 1.36 0.10 | 064 1.30 0.09 73 75 09| 062 o  AM
12 1.22 0.07| 064 1.34 0.09 73 75 0.8 064 o _Js
13 1.31 007 | 062 118 0.09 73 76 0.8 061 ol __Js
14 1.40 0.08|  0.60 1.21 0.08 73 7.6 09| 062 o _Js
15 1.28 008 | 062 1.32 0.09 73 76 09 064 o _Js
16 1.27 0.08 | 061 111 0.09 72 76 09| 061 of RC
17 1.24 010 061 1.08 0.09 73 76 09| 059 o __Js
18 1.32 011| 064 112 0.11 72 7.2 08| 063 o _Js
19 1.30 012] 063 1.29 0.10 73 72 0.8 060 o  AM
20 1.26 010 063 1.25 0.12 73 7.2 08| 062 o AM
21 1.34 0.10 | 0.0 1.31 0.11 73 7.2 08| 061 o Js
22 1.32 013 064 1.33 0.15 72 7.2 10061 o __Js
23 1.21 010 0.61 1.14 0.10 72 7.2 0.8] 067 ol s
24 1.24 017 062 1.38 0.16 72 7.0 07| 061 of KD
25 1.28 011] 065 1.33 0.10 72 71 0.7|__0.60 of KD
26 1.26 009 | 059 1.23 0.10 72 71 06| 065 o _Js
27 1.43 009 061 1.18 0.08 73 71 08| 062 o _Js
28 1.40 010 | 065 1.24 0.10 74 71 07| 066 o| KD
29 1.41 009 063 1.22 0.10 74 71 0.7]__064 o| KD
30 116 009 060 117 0.13 73 71 0.7]_066 o| KD
31 1.36 010| 060 1.32 0.10 73 7.3 0.7] 063 o] RC
AVG. 1.30 0.11 062 123 0.11 73 7.4 08 062 0
MAX. 1.43 017 066 1.38 0.16 74 7.6 10 067 0
MIN. 1.16 007  0.58 1.08 0.08 72 7.0 06 057 0

ike Weed, Operations Supervisor
lllinois ROINC # 186860234



DUPAGE WATER COMMISSION
PWS FACILITY ID# - 1L435400

MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS

Date

SEPTEMBER 2024
LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE
DATE : ANALYST
FREE CI2 | TURBIDITY| O-PO4 | FREE CI2 | TURBIDITY | TEMP |, | Fluoride | 0.pog | P.AC. INT.
(mg/L) (ntu) | (mg/) | (mg/L) (ntu) (°F) (mg/L) | (mg/L) |(LBS/MG)
1 1.25 011] 0.67 1.14 0.1 73 73 0.7] 069 o] _RC
2 1.22 010 | 065 1.09 0.11 73 7.2 0.7] 068 o KD
3 1.29 012 064 1.20 0.10 72 7.2 0.7] 066 o kD
4 1.30 013 0.66 1.33 013 73 7.3 0.7] 063 o _RC
5 1.04 012 067 1.18 013 73 73 0.7] 062 o RC
6 1.32 013 064 117 0.13 73 7.3 0.7] 063 0| _RC
7 1.18 013 063 1.24 0.15 73 7.1 0.7] 063 o kD
8 1.10 014 064 1.15 0.12 73 7.1 07] 063 o KD
9 1.03 012 061 1.14 0.13 72 73 07] o063 0| _RC
10 1.22 012 063 1.25 0.13 71 7.3 0.7] 061 o _RC
11 1.30 012 0.65 1.31 011 71 71 0.7] 062 0 KD
12 1.34 012 | 0.64 1.23 0.11 71 7.2 0.7] 064 o KD
13 1.27 0.14] 068 1.23 0.13 71 7.2 0.7] 066 o kD
14 1.43 011] 061 1.33 011 71 7.2 0.8] _0.60 o _RC
15 1.28 009 057 1.22 011 71 7.2 07] 062 o _RC
16 1.11 0.15| 0.6 1.18 0.11 72 7.1 06| 058 o kb
17 1.18 010] 057 1.27 0.10 72 7.1 0.7]__0.60 o| KD
18 1.31 0.09] 058 1.18 0.11 72 7.2 0.7]__0.60 o| _RC
19 1.27 0.08| 0.58 1.16 011 72 7.2 08061 o _RC
20 1.27 009 |  0.62 1.20 0.14 72 7.2 07] 063 o| _RC
21 1.29 011] 064 1.22 0.13 73 71 07] 064 o _AM
22 1.32 0.13| 063 1.24 0.14 73 71 07] 061 o AM
23 1.23 0.08| 0.58 1.23 0.10 72 7.2 0.7] 057 0| _RC
24 1.19 010 062 1.20 0.10 72 7.3 0.7]_0.60 o _RC
25 1.20 0.10| 0.64 1.29 0.10 72 7.2 0.7 _062 o AM
26 1.18 0.10 | 062 1.21 0.11 72 7.2 0.7] 063 o _Am
27 113 011] 0.65 1.18 011 72 7.2 07] 064 o _AM
28 1.29 010 | 0.67 1.16 0.12 71 7.2 06| 068 o Js
29 1.19 011| _0.65 1.19 011 71 7.2 06 065 o_Js
30 1.28 0.09| 063 1.21 0.11 71 7.2 07| 063 o AW
31
AVG. 1.23 011 063 721 0.12 72 7.2 07 063 0
MAX. 1.43 015  0.68 1.33 0.15 73 73 08 069 0
MIN. 1.03 008  0.57 1.09 0.10 71 7.1 06 057 0
[
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DUPAGE WATER COMMISSION
PWS FACILITY ID# - IL435400

MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS

OCTOBER 2024
LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE
DATE , ANALYST
FREE CI2| TURBIDITY| O-PO4 | FREE CI2 | TURBIDITY | TEMP )\, Fluoride | 0.po4 | PAC. INT.
(ma/L) | (otw) | (ma/t) | (maiL) (ntu) (°F) (mg/L) | (mgiL) |(LBSIMG)
1 1.31 011] 061 1.20 0.11 71 7.2 07] 063 o_AM
2 1.30 0.10| 063 1.19 0.11 71 7.2 0.7] 062 o _AM
3 1.28 011] 063 121 0.11 71 7.2 06 063 o _Js
4 1.27 0.11] 061 1.23 0.12 71 7.2 06 061 o _Js
5 1.21 0.11] 064 1.21 0.12 70 7.2 07] 062 o _AM
6 117 012| 063 1.19 0.12 71 7.2 0.7] 063 o _AM
7 1.26 011 0.62 1.30 0.11 70 7.2 07| 064 o[ _Js
8 1.28 011]  0.66 1.25 011 69 71 07| 064 o _AM
9 1.31 011 064 1.26 011 69 7.2 07] 063 o _AM
10 1.27 010 062 1.24 0.11 68 7.2 0.7] 063 o _AM
11 1.36 010 062 1.27 011 68 71 0.7] 060 o _AM
12 1.24 0.08 | 0.68 1.35 0.09| 68 71 08068 o__Js
13 1.13 011 0.69 1.21 010 68 7.2 07] 069 o _Js
14 1.25 010 066 1.26 0.09[ 68 7.2 0.7] 065 o _AM
15 1.24 010 | _0.66 1.22 010 67 7.2 0.8 060 o _AM
16 1.25 011|061 1.25 011 66 7.2 0.8] 062 o __AMm
17 1.21 0.09| 063 127 009 66 7.2 08| 062 RS
18 1.27 011 | 0.61 1.24 010 66 71 0.8] 060 o _Js
19 1.25 010 062 1.20 0.10| 66 7.2 08 063 o] KD
20 1.29 0.09| 053 1.21 0.11 66 7.2 07] 056 o] KD
21 0.87 011] 0.56 1.20 009 66 71 0.8 059 ol _Js
22 1.12 0.10] 058 1.15 009| 66 71 06 059 ol KD
23 1.23 0.10 | 0.57 1.26 010 66 7.2 0.7] 060 o kD
24 1.40 013 0.60 1.21 013 66 7.3 07]_057 o kD
25 1.25 012] 058 1.19 014] 65 7.2 06| 059 o kD
26 1.28 0.09 | 056 1.22 0.08] 65 7.2 0.7] 056 o[ _RC
27 1.26 010 0.59 1.24 009 65 7.2 0.7] 059 o_AM
28 1.29 0.09 | 0.60 1.18 009 65 7.2 0.7] 057 0| _RC
29 1.31 010 061 1.19 010 65 7.2 06| 059 o _Js
30 1.32 0.08| 059 1.29 010] 65 7.2 07] 058 o] RC
31 1.33 009 059 1.27 0.10 65 7.2 07] 054 0] RC
AVG. 1.25 0.10  0.61 1.23 010 67 7.2 07 061 0
MAX. 1.40 013  0.69 1.35 0.14 71 7.3 08  0.69 0
MIN. 0.87 008  0.53 1.15 008 65 7.1 06  0.54 0

\
iaike Weed, Operations Supervisor

lllinois ROINC # 186860234
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DUPAGE WATER COMMISSION
PWS FACILITY ID# - 1L435400

MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS
NOVEMBER 2024

LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE
DATE : ANALYST
FREE CI2 | TURBIDITY | O-PO4 | FREE CI2 | TURBIDITY | TEMP | Fluoride | o.po4 | pAC. INT.
(mg/L) (ntu) (mg/L) | (mg/L) (ntu) F) (mg/L) | (mg/L) | (LBSIMG)
1 1.24 009 058 1.20 0.11 65 7.2 0.7] 055 o] RC
2 1.29 009 | 062 1.29 0.10 65 7.2 06| 063 o KD
3 1.29 010 | 057 127 0.11 65 7.2 06 060 o] KD
4 1.38 010 | 055 1.26 0.10 65 72 06| 058 of _RC
5 1.25 009 | 058 1.25 0.09 64 7.2 0.7] 052 of RC
6 1.37 009 | 064 1.25 0.09 64 7.2 0.7] 065 o| kD
7 1.41 0.08 | 061 1.33 0.09 63 72 0.7] 063 o KD
8 1.36 0.08 | 060 1.26 0.10 63 7.2 07] 062 o KD
9 1.32 0.09| 060 119 0.12 65 73 0.7] 059 o RC
10 1.34 010 058 1.18 011 63 73 07] 058 o _RC
11 1.32 010 | 059 1.20 0.10 63 7.2 07] 059 o| KD
12 1.34 011 065 1.22 0.10 62 73 07] 062 o| KD
13 1.22 008 | 061 1.15 0.11 62 72 07] 063 o _RC
14 1.36 010 | 058 1.26 011 62 72 07059 o _RC
15 1.31 009 055 1.27 0.10 61 72 07| 055 o _RC
16 1.33 010 059 1.25 0.10 61 73 0.7] 057 o Am
17 1.29 011 058 1.26 0.10 61 73 0.7] 056 o _Am
18 1.32 009 058 1.25 0.09 61 7.2 08| 058 o _AM
19 1.33 008 059 1.28 0.10 62 72 0.7 063 o _RC
20 1.29 009 058 1.26 0.09 61 72 07] 061 o _AM
21 1.33 009 060 1.28 0.09 60 73 0.7]_060 o AM
22 1.30 009 059 1.24 0.10 60 73 07] 062 o _Am
23 1.19 010 060 1.31 0.10 60 73 0.7] 061 o _Js
24 1.30 010 058 1.29 0.09 60 72 0.7 060 o _Js
25 1.31 010 060 1.27 0.09 60 72 0.7] 059 o AW
26 1.36 009 057 1.29 0.10 59 72 07] 057 o _AM
27 1.40 010 060 1.34 0.10 59 71 06| 061 o _Js
28 1.37 009 059 1.35 0.09 59 7.2 0.7] 060 o _Js
29 1.43 010 062 1.26 0.09 59 73 06| 063 o _Js
30 1.34 010 060 1.24 0.10 58 7.2 0.7]__061 o _Am
31
AVG. 132 009 059 1.26 0.10 62 72 07 060 0
MAX. 1.43 011 065 1.35 0.12 65 7.3 08 065 0
MIN. 1.19 008  0.55 1.15 0.09 58 7.1 06 052 0

y

Mike Weed; Operations Supervisor
lllinois ROINC # 186860234




DUPAGE WATER COMMISSION
PWS FACILITY ID# - 1L435400

MONTHLY OPERATIONS REPORT
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS
DECEMBER 2024

LEXINGTON P.S. SUPPLY

DUPAGE P.S. DISCHARGE

DATE : ANALYST
FREE CI2| TURBIDITY | O-PO4 | FREE CI2 | TURBIDITY | TEMP | Fluoride | 5.pog | pA.C. INT.
(mg/L) (ntu) (mg/L) | (mgn) (ntu) CF (mg/lL) | (mg/) | (LBS/MG)
1 1.29 009] 060 1.23 0.10 58 7.2 0.7] 059 o] AM
2 1.36 009 060 1.29 0.10 57 7.2 0.7] 059 Y
3 1.42 009 | 062 1.38 0.10 57 71 06| 060 o _Js
4 1.39 0.09 | 061 1.37 0.09 56 72 08| 061 o _AM
5 1.37 010| 062 1.33 0.10 56 7.2 08| 060 o _AM
6 1.35 010 | 063 1.38 0.10 54 71 0.8] 060 o _AM
7 1.43 007 | 067 1.42 0.08 53 72 08| 062 o _Js
8 1.54 008 | 067 1.44 0.09 53 7.2 0.7 _063 o _Js
9 1.41 009 | 062 1.40 0.10 52 72 07] 059 o _AM
10 1.44 009 | 059 1.38 0.09 51 72 08| 057 o _AM
11 1.25 010| 062 1.35 0.08 49 73 08| 060 o _JsS
12 1.35 009 063 1.23 0.09 49 7.2 07] 062 o _Js
13 1.43 009 060 1.38 0.09 49 7.2 08| 060 o _Js
14 1.42 0.04 1.40 0.05 42 7.2 0| SCADA
15 1.37 0.05 1.34 0.05 41 7.3 0| SCADA
16 1.39 010 | 064 1.21 0.08 52 73 07] 062 o _Js
17 1.32 009 | 063 1.37 0.09 54 71 08] 059 o _JsS
18 1.35 008 | 1.07 1.28 0.10 50 7.2 08| 099 o KD
19 1.30 010 | 096 1.29 0.12 51 7.2 08| 1.02 o _KD
20 1.36 012 095 1.25 0.11 51 7.2 08| 0.98 0| KD
21 1.45 010 092 1.25 0.12 55 73 07] 093 o _RC
22 1.35 010| 098 1.25 0.14 57 73 0.7] 090 o] _RC
23 1.36 010 | 095 1.21 0.13 53 73 07] 094 o KD
24 1.39 013|093 1.29 0.15 52 73 08| 099 )
25 1.41 009 | 096 1.22 0.12 53 73 07] 093 0| _RC
26 1.34 008 | 098 1.18 0.13 53 73 07] 093 o] _RC
27 1.45 008 096 1.30 0.11 53 7.3 07] 092 o _RC
28 1.39 009 095 1.36 0.10 53 7.2 08] 099 o] _RC
29 1.40 008 | 094 137 0.10 53 7.2 07| _0.78 o _RC
30 1.32 009 | 094 1.36 0.12 52 73 07| 093 o _RC
31 1.41 009 096 1.26 0.10 52 7.2 07] 087 o] RC
AVG. 7.38 009 079 131 0.10 52 72 07 076 0
MAX. 1.54 013 1.07 1.44 0.15 58 7.3 08  1.02 0
MIN. 1.25 004 059 1.18 0.05 41 7.1 06 057 0

AN Y
1k eed, Operations Supervisor Date

lllinois ROINC # 186860234

NOTE: ** indicates readings were taken from on-line instrumentation via SCADA
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